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AS SHOWN

1. ALL NEW CONSTRUCTION SHALL COMPLY WITH APPLICABLE N.E.C. AND LOCAL CODES.
2. CONDUCTORS SHALL NOT BE SPLICED.
3. ALL CONDUCTORS SHALL BE 600-VOLT RATED, STRANDED COPPER.  #8AWG AND LARGER SHALL BE RATED 90 DEGREE CELSIUS INSULATED STRANDED COPPER

CONDUCTORS, THHN-2 OR XHHW-2.  ALL MULTICONDUCTOR CONTROL CABLE SHALL BE #14 AWG XHHW-2, OMNICABLE P/N AF114XX, OR EQ.
4. ALL CONDUIT RUNS SHALL BE SCHEDULE 80 PVC CONDUIT.
5. ALL BONDING CONDUCTORS SHALL BE ROUTED IN SCHEDULE 80 PVC CONDUIT.  GROUND WIRE FROM SERVICE SHALL BE INSTALLED IN SCH. 40 CONDUIT.
6. TOP PENETRATIONS OF ELECTRICAL ENCLOSURES ARE NOT PERMITTED, UNLESS NOTED.  ALL PENETRATIONS IN ELECTRICAL EQUIPMENT SHALL BE

BOTTOM-ENTRY, UNLESS NOTED OTHERWISE.
7. ALL RACEWAYS SHALL HAVE AN INSULATED COPPER SYSTEM GROUND CONDUCTOR THROUGHOUT THE ENTIRE LENGTH OF THE CIRCUIT INSTALLED PER N.E.C.
8. ALL RACEWAYS WHICH ARE INSTALLED FOR FUTURE USE SHALL HAVE A NYLON PULLCORD.
9. PVC CONDUIT JOINTS SHALL BE SOLVENT-WELDED, EXCEPT FOR RIGID METALLIC TO PVC COUPLINGS.
10. MINIMUM CONDUIT SIZE SHALL BE 3/4".  MINIMUM LIQUIDTIGHT FLEXIBLE STEEL CONDUIT SIZE SHALL BE 1/2".
11. ALL RACEWAYS SHALL BE RUN IN NEAT AND WORKMANLIKE MANNER AND SHALL BE PROPERLY SUPPORTED PER N.E.C.
12. ALL CONNECTIONS TO MOTORS AND OTHER VIBRATING EQUIPMENT OR AT OTHER LOCATIONS WHERE REQUIRED SHALL BE MADE WITH FLEXIBLE

LIQUID-TIGHT STEEL CONDUIT 12" TO 36" IN LENGTH.
13. ALL FEEDER AND BRANCH CIRCUIT WIRING SHALL BE COLOR CODED AS FOLLOWS:

3-PHASE 480Y/277VAC (A/B/C/N/G) : PUR/BRN/YEL/WHT/GRN
3-PHASE 240/120VAC (A/B(HI)/C/N/G) : BLK/RED(ORG)/BLU/WHT/GRN
1-PHASE AC POWER : BLK, 12 AWG MIN.
AC POWER HOT : BLK, 12 AWG MIN.
AC POWER NEUTRAL : WHT, 12 AWG MIN.
AC SWITCHED :   RED, 16 AWG MIN.
EXTERNALLY POWERED : YEL, 16 AWG MIN.
GROUND : GRN, 12 AWG MIN.
DC + : BLU, 16 AWG MIN.
DC - : BLU WITH WHT STRIPE, 16 AWG MIN.
TSP (+/-) : RED/BLK, 16 AWG. MIN., BELDEN 1118A, OR EQ.

14. CONTROL PANEL WIRING TO UTILIZE SCREW TYPE TERMINALS WITH LOCKING FORK TONGUE OR RING TONGUE LUGS.
MAX. OF ONE WIRE TO BE TERMINATED IN A CRIMP LUG.  MAX. OF TWO LUGS TO BE INSTALLED IN A SCREW TERMINAL.

15. DC AND AC CIRCUITS SHALL BE ON SEPARATE TERMINAL BLOCK STRIPS.
16. ETHERNET CABLE SHALL BE CAT-5e 600V UL AWM RATED
17. ALL WIRES AND CABLES SHALL BE MARKED USING WHITE HEAT SHRINK MARKERS.
18. BRANCH CIRCUITS EXCEEDING 75' SHALL BE WIRED WITH MINIMUM #10AWG WIRE.
19. ALL OUTDOOR ENCLOSURES TO MEET FBC WIND LOAD REQUIREMENTS FOR 150MPH.
20. PROVIDE DESSICANT PACKETS IN DISCONNECT SWITCHES AND CONTROL PANEL ENCLOSURES, SIZED ACCORDINGLY.
21. ALL RACEWAYS SHALL BE RUN IN NEAT AND WORKMANLIKE MANNER, PROPERLY SUPPORTED.
22. ALL EXISTING EQUIPMENT, CABLING, AND CONDUIT DESIGNATED TO BE REPLACED SHALL BE DEMOED AND REMOVED BY THE CONTRACTOR.
23. COORDINATE ALL SERVICE ENTRANCE WORK WITH FP&L, AND ADHERE TO ALL UTILITY STANDARDS.
24. PROVIDE TYPED CIRCUIT DIRECTORIES FOR ALL PANELBOARDS.
25. CONTRACTOR SHALL APPLY FOR AND SCHEDULE INSTALLATION OF NEW SERVICES AND REQUEST CONFIRMATION PER PLANS OF MAX AVAILABLE FAULT

CURRENT FROM THE UTILITY.
26. CONTRACTOR SHALL BE RESPONSIBLE FOR PERFORMING THE WORK AND FURNISHING ALL MATERIALS OUTLINED IN THESE PLANS AND ANY OTHER MATERIALS

AND WORK NECESSARY FOR A FULLY OPERATIONAL SYSTEM.
27. ELECTRICAL CONTRACTOR TO PROVIDE AND INSTALL EXTERNALLY-MOUNTED SURGE PROTECTOR AS SHOWN.  INSTALL SPD AND CUT SPD LEADS SO THAT

LEADS ARE AS SHORT AND STRAIGHT AS POSSIBLE.  MOUNT TO ENCLOSURE BOTTOM WITH STATUS LIGHTS FACING FRONT.  INSTALL AND BIND THE LEAD
WIRES TOGETHER WITH ONE TWIST/INCH TO REDUCE THE LEAD WIRE IMPEDANCE.

28. CUSTOM ELECTRICAL ENCLOSURES TO BE UL508A LISTED.
29. ALL ELECTRICAL ENCLOSURES TO HAVE PADLOCKING PROVISIONS.
30. NAMEPLATES TO BE ADHESIVE BACKED, PHENOLIC, UV RATED.
31. PROVIDE 2" MIN. SPACE FROM TERMINAL BLOCKS TO WIRE DUCT.
32. DC AND AC CIRCUIT WIRING TO BE TERMINATED ON SEPARATE TERMINAL STRIPS.
33. ALL WIRES 10 AWG AND SMALLER TO UTILIZE FORK TONGUE, RING TONGUE, OR FERRULES.  WIRE CRIMP LUGS TO HAVE ONLY ONE WIRE, TERMINAL BLOCKS

TO HAVE NO MORE THAN TWO WIRES PER LUG.
34. ONLY A PORTION OF THE REQURIED CONDUIT RUNS ARE SHOWN.
35. LABEL ALL ELECTRICAL EQUIPMENT USING MIN. 1/2" BLACK LETTERING ON WHITE PLASTIC LABELS SS SCREW MOUNTED ON TO FRONT OF ALL PANELS AND

CABINETS.
36. MAJOR COMPONENTS AND GENERAL ARRANGEMENT ARE PROVIDED AS A BASIS FOR DESIGN.  ALL REQUIRED COMPONENTS ARE NOT SHOWN.  CONTRACTOR IS

RESPONSIBLE FOR PROVIDING A FULLY FUNCTIONAL SYSTEM.
37. ALL BELOW GRADE GROUND CONNECTIONS SHALL BE MADE VIA EXOTHERMIC WELD.
38. ALL ABOVE GRADE BOND CONNECTIONS SHALL BE MADE VIA BOLTED CONNECTION, BURNDY TYPE QDA-QIKLUG.
39. ALL REQUIRED CONDUIT AND CONDUCTORS ARE NOT SHOWN.  SEE SINGLE LINE DIAGRAM FOR CONDUITS AND CONDUCTORS REQUIRED FOR CONTROL AND

POWER CIRCUITS.
40. PROVIDE  COUNTY SIGNED INSPECTION OR PHOTO  OF ALL CAD-WELDED SPLICES AND UNDERGROUND TAPS. PROVIDE GROUND TEST REPORT TO COUNTY

VERIFYING COUNTERPOISE RESISTANCE IS 5 OHMS MAX.  CONTRACTOR TO PROVIDE ADDITIONAL GROUNDING, IF NECESSARY, TO ACHIEVE 5 OHMS MAX.
GROUND RESISTANCE.

41. EXOTHERMICALLY BOND GROUNDING JUMPERS TO COUNTERPOISE. GROUND POTENTIAL SHALL BE CONSISTENT FOR ENTIRE SITE. GROUNDING JUMPERS AND
COUNTERPOISE SHALL BE #4/0 BARE COPPER. GROUND RODS SHALL BE 3/4" X 20' COPPER-CLAD GROUND RODS. EXOTHERMICALLY WELD CONNECTIONS BELOW
GRADE. MECHANICALLY CONNECT CONNECTIONS ABOVE GRADE. MECHANICAL LUGS SHALL ONLY HAVE ONE WIRE LANDED IN EACH TERMINATION. EACH LUG
SHALL BE FASTENED WITH A STAINLESS STEEL NUT AND BOLT. STACKING OF INDIVIDUAL LUGS WILL NOT BE ACCEPTABLE.

42. GROUND BOXES SHALL BE 14" LONG QUAZITE #PC1118CA0017 OR #PG1118BA12, INSTALL LEVEL WITH THE ADJACENT GROUND, PROVIDE 57 STONE OR MATCH
SITE STONE IN BOX, WITH GROUND ROD LOCATED OFF CENTER OF BOX. QUAZITE BOX COVER TO READ "GROUND". EXPOSED GROUNDING SHALL BE IN 1"
SCHEDULE 80 PVC OR LIQUID TIGHT FLEXIBLE CONDUIT.

AMPERES, AMBER OR ALARM
AMP HOUR OR ALARM HORN
ALARM LIGHT
ALARM
ALARM SILIENCE RELAY
AIR HANDLING UNIT
AMPS INTERRUPTING CURRENT
AUTOMATIC TRANSFER SWITCH
AUXILIARY
BATTERY
BACKUP PUMP CONTROLLER
BILL OF MATERIAL
CIRCUIT BREAKER
CONDUIT
CONTROL PANEL
CONTROL PANEL SURGE ARRESTOR
CURRENT TRANSFORMER
COPPER
DISCONNECT
DIGITAL OUTPUT
DOUBLE POLE DOUBLE THROW
DOUBLE POLE SINGLE THROW
EQUIPMENT GROUND
ELAPSED TIME METER
FUSE
FAULT
FLORIDA POWER AND LIGHT
FLEXIBLE METALLIC CONDUIT
FLOAT SWITCH
GENERATOR
GROUND FAULT CIRCUIT INTERRUPTER
GROUND
GALVANIZED RIGID STEEL
HIGH
HAND SWITCH
HAND-OFF-AUTOMATIC
HAND-OFF-REMOTE
HUMAN MACHINE INTERFACE
INDICATOR
INSTRUMENTATION & CONTROL
INTRUSION
JUNCTION BOX
LEVEL OR LOW
LINE REACTOR
NEUTRAL
NOT TO SCALE
OPEN / CLOSE
OPERATOR INTERFACE TERMINAL
MOTOR OPERATED VALVE
NON-FUSIBLE
PRESSURE
PUSHBUTTON
PROGRAMMABLE LOGIC CONTROLLER
PHASE
PHOTOCELL
PUMP CONTROL PANEL
PHASE MONITOR
POWER SUPPLY
PUSH-TO-TEST
TOTALIZER
RECEPTACLE
RELAY, TREND, RESISTOR
REMOTE TELEMETRY UNIT
SHORT CIRCUIT CURRENT RATING
SHIELDED
SURGE PROTECTION DEVICE
SWITCH
SELECTOR SWITCH
SOLID STATE OVERLOAD
SOLENOID VALVE
TERMINAL BLOCK
TIME DELAY
TWISTED SHIELDED PAIR
UNDERGROUND
UNINTERRUPTABLE POWER SUPPLY
VARIABLE FREQUENCY DRIVE
TRANSFORMER
POSITION

A
AH
AL

ALM
ASR
AHU
AIC
ATS
AUX
BAT
BPC
BOM
CB
C
CP

CPSA
CT
CU

DISC
DO

DPDT
DPST
EG

ETM
F

FLT
FPL
FMC
FS

GEN
GFCI

GND, G
GRS
H
HS

HOA
HOR
HMI

I
I&C

INTR
JB
L

LR
NEUT, N

NTS
O/C
OIT
MOV
NF
P
PB
PLC

PH, 
PC
PCP
PM
PS

PTT
Q

RECPT.
R

RTU
SCCR
SHLD
SPD
S
SS

SSOL
SV
TB
TD
TSP
UG
UPS
VFD

XFMR
Z

MAGNETIC FLOW INDICATING TRANSMITTER

PRESSURE INDICATING TRANSMITTER

FLOW INDICATING TRANSMITTER

FLOW ELEMENT

LEVEL (FLOAT) SWITCH

PRESSURE SWITCH

FLOW SWITCH

MOTOR OPERATED VALVE (MOV)

SOLENOID VALVE (SV)

SOLENOID VALVE (SV)

DIAPHRAGM VALVE

VOLTMETER

AMMETER

GROUND FAULT INTERRUPTER

DRAW-OUT CIRCUIT BREAKER

CIRCUIT BREAKER WITH TRIP RATING

MOTOR WITH HP RATING

EQUIPMENT GROUND

DRIVEN ROD-TYPE GROUNDING ELECTRODE

DRIVEN ROD-TYPE GROUNDING ELECTRODE WITH
GROUND ACCESS WELL

NON-FUSIBLE DISCONNECT SWITCH, 30A, 3P UNLESS
OTHERWISE INDICATED

CURRENT TRANSFORMER

TRANSFORMER

TRANSFORMER

CONDUIT OR WIRE ROUTING;
SHORT HASH MARK = PHASE CONDUCTOR
LONG HASH MARK = NEUTRAL CONDUCTOR

MOTOR OVERLOAD (EUTECTIC ALLOY)

DUPLEX RECEPTACLE

NORMALLY OPEN CONTACT

NORMALLY CLOSED CONTACT

LIMIT SWITCH, NORMALLY OPEN

LIMIT SWITCH, NORMALLY CLOSED

PRESSURE SWITCH, NORMALLY OPEN

PRESSURE SWITCH, NORMALLY CLOSED

FLOAT SWITCH, NORMALLY OPEN

FLOAT SWITCH, NORMALLY CLOSED

FLOW SWITCH, NORMALLY OPEN

FLOW SWITCH, NORMALLY CLOSED

TEMP. SWITCH, NORMALLY OPEN

TEMP. SWITCH, NORMALLY CLOSED

NORMALLY OPEN TIMED TO CLOSE CONTACT

NORMALLY CLOSED TIMED TO OPEN CONTACT

NORMALLY CLOSED TIMED TO CLOSE CONTACT

NORMALLY OPEN TIMED TO OPEN CONTACT

LIMIT SWITCH

TORQUE SWITCH

PRESSURE SWITCH

VIBRATION SWITCH

ALARM RELAY

CONTROL RELAY

MOTOR STARTER

TIMING RELAY

INDICATING LIGHT WITH COLOR

NORMALLY OPEN PUSHBUTTON

NORMALLY CLOSED PUSHBUTTON

MAINTAINED SWITCH

FUSE WITH RATING

REMOTE TERMINAL POINT

HORN

PUMP

SURGE SUPPRESSOR (PROTECTED/UNPROTECTED)

FUSED LEVER-TYPE TERMINAL BLOCK
 WITH LED INDICATOR

SP

P U

.5A

AutoCAD SHX Text
WAYNE WILDEY WRIGHT, PE

AutoCAD SHX Text
FL License No. 58220 

AutoCAD SHX Text
O:\2021\20214150-000\Engineering\Drawings\DO\214150-000-ELEC SINGLE LINE.dwg (E01) www Mar 14, 2024 - 9:40am\214150-000-ELEC SINGLE LINE.dwg (E01) www Mar 14, 2024 - 9:40am214150-000-ELEC SINGLE LINE.dwg (E01) www Mar 14, 2024 - 9:40am

AutoCAD SHX Text
SYMBOLS

AutoCAD SHX Text
GFI

AutoCAD SHX Text
V

AutoCAD SHX Text
A

AutoCAD SHX Text
FE

AutoCAD SHX Text
LS

AutoCAD SHX Text
FIT

AutoCAD SHX Text
ABBREVIATIONS

AutoCAD SHX Text
R

AutoCAD SHX Text
M

AutoCAD SHX Text
CR

AutoCAD SHX Text
TR

AutoCAD SHX Text
AR

AutoCAD SHX Text
VS

AutoCAD SHX Text
LS

AutoCAD SHX Text
PS

AutoCAD SHX Text
XS

AutoCAD SHX Text
GENERAL ELECTRICAL NOTES

AutoCAD SHX Text
 

AutoCAD SHX Text
PS

AutoCAD SHX Text
PIT

AutoCAD SHX Text
FIT

AutoCAD SHX Text
MAG

AutoCAD SHX Text
M

AutoCAD SHX Text
M

AutoCAD SHX Text
#

AutoCAD SHX Text
FS

AutoCAD SHX Text
HP

AutoCAD SHX Text
30A

AutoCAD SHX Text
PROJECT ELECTRICAL NOTES



MTR

150A/3P

TRANSFORMER
75 KVA, 3-PH, 4-WIRE

120/240V, 180 FLA

UTILITY METER
200A DIRECT READING

30

SPD2

LAKE PUMP
230V, 3-PHASE,

78 FLA

SPD1 DISCONNECT SWITCH
NON-FUSIBLE DISCONNECT
SERVICE-ENTRANCE RATED

DS-1

150A/3P
ELEC.
MCP

 SS1, 55 KW
100A, ND

MCP1

0.2

CHEMICAL FEED PUMP
120V, 1-PHASE

2.5 FLA

20A/1PCB1

CONTROLS

200A/3P
100 KA/PH

80 KA/PH

(3) #3/0 AWG PHASE, (1) #3 NEUTRAL, CU, 90C IN
2" C + (1) SPARE 2" C

(3) #1/0 AWG PHASE, (1) #2 NEUTRAL, (1) #6 GND,
CU, 90C IN 2" C

(3) #3/0 AWG PHASE, (1) #3 NEUTRAL, (1) #6 GND,
CU, 90C IN 2" C

MFR. CABLE IN
3" C

(4) #4 AWG + (1) #8 GND IN 1-1/2" C

MCB

0.5

MOV-1
SHUT-OFF VALVE
120V, 1-PHASE

4.1 FLA

0.5 0.5 0.5 0.5

PDB-1POWER DISTRIBUTION BLK

STA. #2

 

SINGLE LINE
DIAGRAM

LA
KE

S 
PA

R
K 

W
AT

ER
Q

U
AL

IT
Y 

- P
H

AS
E 

3
LE

E 
C

O
U

N
TY

 F
LO

R
ID

A

E02

DATE:

PROJECT NO.

FILE NO.

SCALE:

SHEET NUMBER

R
EV

IS
IO

N
S

N
O

.  
   

   
   

   
   

   
   

D
ES

C
R

IP
TI

O
N

   
   

   
   

   
   

   
   

D
AT

E

JOHNSON ENGINEERING, INC.
2122 JOHNSON STREET

FORT MYERS, FLORIDA 33901
PHONE: (239) 334-0046
E.B. #642 & L.B. #642

ENVIRONMENTAL RESEARCH &
DESIGN, INC.

3419 TRENTWOOD BLVD., SUITE 102
BELLE ISLE, FLORIDA 32812

PHONE: (407) 855-9465
E.B. #6244

MARCH 2024

20214150-000

26-45-24

AS SHOWN

LOAD CENTER
120/240V

3PH
4 WIRE

80A MCB

MAIN CONTROL PANEL

MCP

 CONT1 SIZE 3

RECP-1

P1

P2

P3

P4

PC3

P5
120V

1-PHASE

MOV-2
SHUT-OFF VALVE
120V, 1-PHASE

4.1 FLA

MOV-3
SHUT-OFF VALVE
120V, 1-PHASE

4.1 FLA

MOV-4
SHUT-OFF VALVE
120V, 1-PHASE

4.1 FLA

MOV-5
SHUT-OFF VALVE
120V, 1-PHASE

4.1 FLA

STA. #3

120V
1-PHASE

PC3

AutoCAD SHX Text
UTILITY

AutoCAD SHX Text
WAYNE WILDEY WRIGHT, PE

AutoCAD SHX Text
FL License No. 58220 

AutoCAD SHX Text
O:\2021\20214150-000\Engineering\Drawings\DO\214150-000-ELEC SINGLE LINE.dwg (E02) www Mar 14, 2024 - 9:40am\214150-000-ELEC SINGLE LINE.dwg (E02) www Mar 14, 2024 - 9:40am214150-000-ELEC SINGLE LINE.dwg (E02) www Mar 14, 2024 - 9:40am

AutoCAD SHX Text
SOFT STARTER W/INTEGRAL BYPASS

AutoCAD SHX Text
LINE ISOLATION CONTACTOR



OPS BUILDING
ELECTRICAL

LAYOUT

LA
KE

S 
PA

R
K 

W
AT

ER
Q

U
AL

IT
Y 

- P
H

AS
E 

3
LE

E 
C

O
U

N
TY

 F
LO

R
ID

A

E03

DATE:

PROJECT NO.

FILE NO.

SCALE:

SHEET NUMBER

R
EV

IS
IO

N
S

N
O

.  
   

   
   

   
   

   
   

D
ES

C
R

IP
TI

O
N

   
   

   
   

   
   

   
   

D
AT

E

JOHNSON ENGINEERING, INC.
2122 JOHNSON STREET

FORT MYERS, FLORIDA 33901
PHONE: (239) 334-0046
E.B. #642 & L.B. #642

ENVIRONMENTAL RESEARCH &
DESIGN, INC.

3419 TRENTWOOD BLVD., SUITE 102
BELLE ISLE, FLORIDA 32812

PHONE: (407) 855-9465
E.B. #6244

MARCH 2024

20214150-000

26-45-24

AS SHOWN

1

1

1

AutoCAD SHX Text
OIT

AutoCAD SHX Text
SPD2

AutoCAD SHX Text
OIT

AutoCAD SHX Text
FAN

AutoCAD SHX Text
FILTER

AutoCAD SHX Text
MCP

AutoCAD SHX Text
LAMP

AutoCAD SHX Text
MTR

AutoCAD SHX Text
MCP

AutoCAD SHX Text
SPD1 

AutoCAD SHX Text
DS1

AutoCAD SHX Text
MCP

AutoCAD SHX Text
LDC 

AutoCAD SHX Text
LDC 

AutoCAD SHX Text
LAMP

AutoCAD SHX Text
RECP-3 

AutoCAD SHX Text
LSW

AutoCAD SHX Text
LAMP

AutoCAD SHX Text
RECP-2 

AutoCAD SHX Text
SPD1 

AutoCAD SHX Text
DS1

AutoCAD SHX Text
MTR

AutoCAD SHX Text
UG CONDUIT FROM UTILITY

AutoCAD SHX Text
UG CONDUIT TO MCP

AutoCAD SHX Text
UG CONDUIT SERIVCE ENTRANCE GROUND

AutoCAD SHX Text
AHU 

AutoCAD SHX Text
COND 

AutoCAD SHX Text
AHU 

AutoCAD SHX Text
O:\2021\20214150-000\Engineering\Drawings\DO\214150-000-CONTROL PANEL.dwg (E03) www Mar 14, 2024 - 9:40am\214150-000-CONTROL PANEL.dwg (E03) www Mar 14, 2024 - 9:40am214150-000-CONTROL PANEL.dwg (E03) www Mar 14, 2024 - 9:40am

AutoCAD SHX Text
INTERIOR BACK WALL

AutoCAD SHX Text
EXTERIOR BACK WALL

AutoCAD SHX Text
INTERIOR RIGHT WALL

AutoCAD SHX Text
PLAN VIEW

AutoCAD SHX Text
INTERIOR LEFT WALL

AutoCAD SHX Text
WAYNE WILDEY WRIGHT, PE

AutoCAD SHX Text
FL License No. 58220 



 

CONTROL PANEL
INTERIOR AND
EXTERIOR

LA
KE

S 
PA

R
K 
W
AT

ER
Q
U
AL

IT
Y 
- P

H
AS

E 
3

LE
E 
C
O
U
N
TY

 F
LO

R
ID
A

E04

DATE:

PROJECT NO.

FILE NO.

SCALE:

SHEET NUMBER

R
EV

IS
IO
N
S

N
O
.  
   
   
   
   
   
   
   
D
ES

C
R
IP
TI
O
N
   
   
   
   
   
   
   
   
D
AT

E

JOHNSON ENGINEERING, INC.
2122 JOHNSON STREET

FORT MYERS, FLORIDA 33901
PHONE: (239) 334-0046
E.B. #642 & L.B. #642

ENVIRONMENTAL RESEARCH &
DESIGN, INC.

3419 TRENTWOOD BLVD., SUITE 102
BELLE ISLE, FLORIDA 32812

PHONE: (407) 855-9465
E.B. #6244

MARCH 2024

20214150-000

26-45-24

AS SHOWN

AutoCAD SHX Text
PLC

AutoCAD SHX Text
TS1

AutoCAD SHX Text
LIGHT

AutoCAD SHX Text
SS1

AutoCAD SHX Text
CONT1

AutoCAD SHX Text
MCP-1

AutoCAD SHX Text
PDB1

AutoCAD SHX Text
MCB

AutoCAD SHX Text
AC CBs AND TERMINALS

AutoCAD SHX Text
DC CBs, RELAYS, AND TERMINALS

AutoCAD SHX Text
SP-DX, PS1, ENSW1, AND TERMINALS

AutoCAD SHX Text
OIT

AutoCAD SHX Text
FAN

AutoCAD SHX Text
FLTR

AutoCAD SHX Text
SPD2

AutoCAD SHX Text
DI 33

AutoCAD SHX Text
DO 32

AutoCAD SHX Text
DO 31

AutoCAD SHX Text
DI 22

AutoCAD SHX Text
DO 21

AutoCAD SHX Text
RAD 01

AutoCAD SHX Text
PH

AutoCAD SHX Text
O:\2021\20214150-000\Engineering\Drawings\DO\214150-000-CONTROL PANEL.dwg (E04) www Mar 14, 2024 - 9:40am\214150-000-CONTROL PANEL.dwg (E04) www Mar 14, 2024 - 9:40am214150-000-CONTROL PANEL.dwg (E04) www Mar 14, 2024 - 9:40am

AutoCAD SHX Text
WAYNE WILDEY WRIGHT, PE

AutoCAD SHX Text
FL License No. 58220 



NOTES:

BILL OF MATERIAL FOR MAJOR COMPONENTS IS PROVIDED AS A BASIS FOR DESIGN.  ALL
REQUIRED COMPONENTS ARE NOT SHOWN.  CONTRACTOR IS RESPONSIBLE FOR PROVIDING
A FULLY FUNCTIONAL SYSTEM.

CONTROL PANEL TO BE UL508A LISTED WITH A SHORT CIRCUIT CURRENT RATING OF 10kA
OR HIGHER
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